
 
 

GAS PIPING TO ISLAND CABINET 
 

Where the installation of gas piping underground beneath buildings is unavoidable the piping 
shall be encased in an approved conduit designed to withstand the superimposed loads. The 
conduit shall extend into a normally usable and accessible portion of the building and, at the  
point where the conduit terminates in the building, the space between the conduit and the gas 
piping shall be sealed to prevent the possible entrance of a gas leakage. The conduit shall extend 
at least 4 inches outside the building, be vented above grade to the outside, and be installed so as 
to not permit the entrance of water and insects (CPC 1211.1.6). 
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